
ELECTRICAL 
EQUIPMENT

 TYPE SYSTEM RATING

Panel AC-2 ITE Imperial, Type 
NLAB, Series 4 

120/208V, 
3PH, 4W 

225A

Siemens 
main-breaker
panel 

Siemens 
panelboard 

277/480V, 
3PH, 4W 

200A 
main

Additional 
panelboard 

GE A-Series 240V max 225A 
max

Floor-
mounted 
transformer 

NA 480/277V, 
to 208/120V

Loading area 
branch panel

Existing 
panelboard

120/208V, 
3PH, 4W

60A

SUITE 4B + 4C
25,576 SQ FT

DOCK DOORS

22: 9’ X 10’ DOCK LEVELER
23: 9’ X 10’ DOCK LEVELER
24: 9’ X 10’ DOCK LEVELER
25: 10’ X 14’ DRIVE THRU
26: 9’ X 10’ DOCK LEVELER
27: 9’ X 10’ DOCK LEVELER
28: 9’ X 10’ DOCK LEVELER

AIRCENTRE II
4709 ALLMOND AVENUE

NO
RTH

2524

🚪

🚪

2322

🚪

🚪

26

27

28

🚪

SUITE 4B / 4C
25,576 SQ FT


